
CW
S

Fort Worth, TX 76134
Blauvelt, NY 10913

REV.DRWN. BY DATE DWG. NO:

Page 2 of 60
BJC     3/27/23 C

5 Tank + Recirc

Re
ci
rc
. R

et
ur
n

HWS 

From Skid

To Skid

NOT FOR CONSTRUCTION

Notes:
  1) Recirculation loop by others.
  2) Not for construction.
  3) Expansion tank must be located after check valve.
  4) Locate injection tee in last storage tank
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